


SCALE:1 MECHANICAL BASEMENT PLAN
1/8" = 1'-0"

SCALE:3 MECHANICAL SECOND FLOOR PLAN
1/8" = 1'-0"

SCALE:2 MECHANICAL FIRST FLOOR PLAN
1/8" = 1'-0"
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SCALE:

MECHANICAL BASEMENT PLAN
1/8" = 1'-0"
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SCALE:2 MECHANICAL SECOND FLOOR PLAN
1/8" = 1'-0"SCALE:1 MECHANICAL FIRST FLOOR PLAN

1/8" = 1'-0"
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SCALE:1 MECHANICAL FIRST FLOOR  DEMO PLAN
1/8" = 1'-0"

SCALE:2 MECHANICAL SECOND FLOOR DEMO PLAN
1/8" = 1'-0"SCALE:3 MECHANICAL THIRD FLOOR DEMO PLAN

1/8" = 1'-0"
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SCALE:1 MECHANICAL FIRST FLOOR  PLAN
1/8" = 1'-0"

SCALE:2 MECHANICAL SECOND FLOOR PLAN
1/8" = 1'-0"SCALE:3 MECHANICAL THIRD FLOOR PLAN

1/8" = 1'-0"

FLAG NOTES:

Y9A04

MARTY INDIAN SCHOOL
RECOVERY: FI&R

.

(970) 949-6108
(530) 550-7334
(303)  278-3820
(970)  221-5691
(505) 323-9070

Vail:
Lake Tahoe:
Denver:
Fort Collins:
Albuquerque:
www.bgce.com

B
ANZEG

EAUDIN

COPYRIGHT 2010

KEYPLAN

FLOOR PLANS - BLDG #90000J

MECHANICAL
61



SCALE:1 GYMNASIUM DX BLOWER COILS WITH ELECTRIC HEAT
NONE

SEQUENCE OF OPERATION:

AIR HANDLING UNIT DRAIN TRAP DIAGRAM
NO SCALE

DIAGRAM & ISOMETRIC
DRINKING FOUNTAIN MOUNTING

NO SCALE

DX COIL PIPING DIAGRAM
NO SCALE

DUPLEX CONDENSATE PUMP DIAGRAM
NO SCALE

BLOWER COIL UNIT INSTALLATION
NO SCALE

E

A

B

C

D

GENERAL NOTES:

SYSTEM POINTS LIST -- HEATING WATER SYSTEM
ANALOG BINARY SYSTEM FEATURE

INPUT OUTPUT INPUT OUTPUT ALARMS PROGRAMS

SYSTEM POINT DESCRIPTION
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NOTES

CONDENSING UNIT START/STOP X
CONDENSING UNIT STATUS X
DUCT DETECTOR X
MOTORIZED DAMPERS X
MIXED AIR TEMPERATURE X
SUPPLY FAN ON/OFF X
SUPPLY FAN STATUS X
ELECTRIC HEATING STAGE 1 X
ELECTRIC HEATING STAGE 2 X
ELECTRIC HEATING STAGE 3 X
SPACE TEMPERATURE X
SPACE SETPOINT X
OCCUPANCY OVERRIDE X

X X
X X
X X

X

X

X
X X

X X
X X

X
X
X

X
X

X

X X

X
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ABBREVIATIONS POWER SYMBOLS

ONE-LINE DIAGRAM SYMBOLS

LIGHTING FIXTURE SYMBOLS

LIGHTING CONTROL SYMBOLS

FIRE ALARM SYMBOLS

COMMUNICATION SYMBOLS

#

D
A

TE

ISSUE LOG

ELECTRICAL SHEET INDEX

TITLE

GENERAL NOTES:

NO SCALE
TYPICAL DEVICE MOUNTING HEIGHTS
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SCALE:

OVERALL ELECTRICAL PLAN - BUILDING 90000A
1/16" = 1'-0"
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SCALE:

PARTIAL ELECTRICAL SITE PLAN - BUILDING 90000A
1/8" = 1'-0"

FLAG NOTES:
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SCALE:1 ELECTRICAL GYM AREA DEMOLITION PLAN - BUILDING 90000A
1/8" = 1'-0" SCALE:2 ELECTRICAL GYM AREA PLAN - BUILDING 90000A

1/8" = 1'-0"

FLAG NOTES:

GENERAL NOTES:
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SCALE:1 ELECTRICAL BASEMENT PLAN
1/8" = 1'-0"

FLAG NOTES:

SCALE:3 ELECTRICAL SECOND FLOOR PLAN
1/8" = 1'-0"

SCALE:2 ELECTRICAL FIRST FLOOR PLAN
1/8" = 1'-0"

GENERAL NOTES:
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SCALE:1 ELECTRICAL BASEMENT PLAN
1/8" = 1'-0"

FLAG NOTES:

SCALE:3 ELECTRICAL SECOND FLOOR PLAN
1/8" = 1'-0"

SCALE:2 ELECTRICAL FIRST FLOOR PLAN
1/8" = 1'-0"
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SCALE:

ELECTRICAL BASEMENT PLAN
1/8" = 1'-0"

FLAG NOTES:
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FLAG NOTES:

SCALE:2 ELECTRICAL SECOND FLOOR PLAN
1/8" = 1'-0"SCALE:1 ELECTRICAL FIRST FLOOR PLAN

1/8" = 1'-0"
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SCALE:1 ELECTRICAL FIRST FLOOR  DEMO PLAN
1/8" = 1'-0"SCALE:2 ELECTRICAL SECOND FLOOR DEMO PLAN

1/8" = 1'-0"

FLAG NOTES:

GENERAL NOTES:
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SCALE:1 ELECTRICAL FIRST FLOOR  PLAN
1/8" = 1'-0"SCALE:2 ELECTRICAL SECOND FLOOR PLAN

1/8" = 1'-0"

FLAG NOTES:
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EXISTING HIGH SCHOOL DISTRIBUTION BOARD - MSB-HS ( EXISTING) 

EXISTING HIGH SCHOOL DISTRIBUTION BOARD - MSB-HS (MODIFIED) 

NOTES:FLAG NOTES:

GENERATOR ADDITION
NEC LOAD SUMMARY FOR

PANEL "BDB"
NEC LOAD SUMMARY FOR
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EXISTING GYM DISTRIBUTION BOARD - MDP-G ( EXISTING) 

EXISTING GYM DISTRIBUTION BOARD - MDP-G ( MODIFIED)

FLAG NOTES:

DISTRIBUTION BOARD MDP-G
NEC LOAD SUMMARY FOR

NOTES:
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MECHANICAL EQUIPMENT SCHEDULE

MARK DESCRIPTION VOLT /
PHASE

HP /
WATTS FLA MCA STARTER DISCONNECT/ FUSE

SIZE FEEDER CIRCUIT SPECIFIC NOTES

BC-1 BLOWER COIL #1 480/3 5 HP 7.6 9.5 N/A 30A3P/15 20(3WG) SEE DRAWINGS

CU-1 CONDENSING UNIT #1 480/3 29,250
WATTS 35.2 44.0 WITH UNIT 30A3P/15 NEMA 3R 50(3WG) SEE DRAWINGS

DC-1 DUCT COIL #1 480/3 70000
WATTS 84.2 105.3 N/A 200A3P/125 125(3WG) SEE DRAWINGS

P-1 STEAM CONDENSATE PUMP
#1 120/1 1/3 HP 7.2 9.0 N/A 20A1P MOTOR RATED

SWITCH (2#12+1#12G)3/4"C. N/A NOTE #1

GENERAL NOTES:
 A. SEE SPECIFICATIONS FOR DIVISION 15 AND DIVISION 16 MOTOR STARTER COORDINATION.
 B. PROVIDE PHASE PROTECTION FOR ALL THREE PHASE MOTORS ABOVE 7-1/2 HP.
 C. PROVIDE ALL EXTERIOR DISCONNECTS WITH NEMA 3R RATING.
 D.

SPECIFIC NOTES:
 (1) PROVIDE NEW DISCONNECT AND EXTEND EXISTING BRANCH CIRCUIT TO LINE SIDE OF THIS NEW DISCONNECTING MEANS.
 (2)
 (3)
 (4)

 PANEL:  GEN  VOLTAGE:  120/208V, 3PH, 4W
 MINIMUM BUS:  100

 LOCATION:  GENERATOR YARD  MAIN:  50/3 CB
 MOUNTING:  SURFACE  MINIMUM AIC:  10,000

NO.
LOAD

TYPE LOAD DESCRIPTION
BREAKER BUS BREAKER

TYPE LOAD DESCRIPTION
LOAD

NO.
A B C POLE TRIP A B C TRIP POLE A B C

1 2500 E BLOCK HEATER
2 30 + SPACE 2

3 2500 E -- + SPACE 4
5 500 E BATTERY CHARGER 1 20 + SPACE 6
7 200 E BAT WARMING PADS 1 20 + SPACE 8
9 180 CONV REC 1 20 + SPACE 10
11 SPARE 1 20 + SPACE 12
13 SPARE 1 20 + SPACE 14
15 SPARE 1 20 + SPACE 16
17 SPARE 1 20 + SPACE 18
19 SPARE 1 20 + SPACE 20
21 SPARE 1 20 + SPACE 22
23 SPARE 1 20 + SPACE 24
25 SPARE 1 20 + SPACE 26
27 SPARE 1 20 + SPACE 28
29 SPARE 1 20 + SPACE 30

LOAD TYPE PANEL TOTAL FEED THRU
TOTAL

SUBFEED
TOTAL

FEEDER
SUBTOTAL DEMAND FEEDER TOTAL

GENERAL NOTES:
A. PROVIDE NEMA 3R CONSTRUCTION WITH

(L) LIGHTING  0 0 125%  0 LOCKABLE COVER

(R) RECEPTACLES  0 0 NEC 220  0

 (LM) LARGEST MOTOR  0 0 25%  0

 (M) MOTORS (ALL)  0 0 100%  0

 (E) EQUIPMENT  5700 5700 100%  5700 SPECIFIC NOTES:
(A) APPLIANCES  0 0 0  0 (1)

 PANEL TOTAL (KVA): 5.7 (2)

(3)

 PANEL TOTAL (A): 16 (4)

(5)

TRANSFORMER SCHEDULE
SIZE

(KVA)
PRIMARY (480V, 3Ø, 3W) SECONDARY (208V, 3Ø, 4W)

GROUNDING
DIMENSIONS  (IN.) HEAT LOSS

(W) WEIGHT (LBS.)
FLA OCPD FEEDER FLA OCPD FEEDER HEIGHT WIDTH DEPTH

15 18 30A 3P (3-#8 + 1-#12G) 3/4"C 42 50A 3P (4-#6 + 1-#10G) 1"C 1-#8 28 23 17 665 285

30 36 50A 3P (3-#6 + 1-#10G) 1"C 83 100A 3P (4-#1 + 1-#8G) 1 1/4"C 1-#6 33 24 18 1795 369

45 54 70A 3P (3-#4 + 1-#8G) 1 1/4"C 125 150A 3P (4-1/0 + 1-#6G) 2"C 1-#6 33 30 20 1685 590

GENERAL NOTES:
A. PRIMARY OVERCURRENT PROTECTION PER N.E.C. TABLE 450.3(B).
B. SECONDARY OVERCURRENT PROTECTION PER N.E.C. TABLE 450.3(B).
C. BONDING AND GROUNDING CONDUCTOR PER N.E.C. TABLE 250.66.
D. ALL CONDUCTORS ARE COPPER. SEE PLANS FOR INCREASED CONDUCTOR SIZES DUE TO VOLTAGE DROP.

WIRING SCHEDULE - COPPER
AMPS

(2WG) (3WG) (4WG) IG

1Ø, 2 WIRE, GROUND 1Ø, 3 WIRE, GROUND OR 3Ø, 3 WIRE, GROUND 3Ø, 4 WIRE, GROUND ISOLATED GROUND

20 (2#12 & 1#12 G) 3/4"C (3#12 & 1#12 G) 3/4"C (4#12 & 1#12 G) 3/4"C 1#12 IG

30 (2#10 & 1#10 G) 3/4"C (3#10 & 1#10 G) 3/4"C (4#10 & 1#10 G) 3/4"C 1#10 IG

40 (2#8 & 1#10 G) 3/4"C (3#8 & 1#10 G) 3/4"C (4#8 & 1#10 G) 1"C 1#10 IG

50 (2#6 & 1#10 G) 3/4"C (3#6 & 1#10 G) 1"C (4#6 & 1#10 G) 1"C 1#10 IG

60 (2#4 & 1#10 G) 1"C (3#4 & 1#10 G) 1"C (4#4 & 1#10 G) 1 1/4"C 1#10 IG

70 (2#4 & 1#8 G) 1"C (3#4 & 1#8 G) 1 1/4"C (4#4 & 1#8 G) 1 1/4"C 1#8 IG

80 (2#2 & 1#8 G) 1"C (3#2 & 1#8 G) 1 1/4"C (4#2 & 1#8 G) 1 1/2"C 1#8 IG

90 (2#2 & 1#8 G) 1"C (3#2 & 1#8 G) 1 1/4"C (4#2 & 1#8 G) 1 1/2"C 1#8 IG

100 (2#1 & 1#8 G) 1 1/4"C (3#1 & 1#8 G) 1 1/2"C (4#1 & 1#8 G) 1 1/2"C 1#8 IG

110 (2#1 & 1#6 G) 1 1/4"C (3#1 & 1#6 G) 1 1/2"C (4#1 & 1#6 G) 1 1/2"C 1#6 IG

125 (2#1 & 1#6 G) 1 1/4"C (3#1 & 1#6 G) 1 1/2"C (4#1 & 1#6 G) 1 1/2"C 1#6 IG

150 (2#1/0 & 1#6 G) 1 1/4"C (3#1/0 & 1#6 G) 1 1/2"C (4#1/0 & 1#6 G) 2"C 1#6 IG

175 (2#2/0 & 1#6 G) 1 1/2"C (3#2/0 & 1#6 G) 2"C (4#2/0 & 1#6 G) 2"C 1#6 IG

200 (2#3/0 & 1#6 G) 1 1/2"C (3#3/0 & 1#6 G) 2"C (4#3/0 & 1#6 G) 2"C 1#6 IG

225 (2#4/0 & 1#4 G) 2"C (3#4/0 & 1#4 G) 2"C (4#4/0 & 1#4 G) 2 1/2"C 1#4 IG

250 (2-250 KCMIL & 1#4 G) 2"C (3-250 KCMIL & 1#4 G) 2 1/2"C (4-250 KCMIL & 1#4 G) 3"C 1#4 IG

300 (2-350 KCMIL & 1#4 G) 2"C (3-350 KCMIL & 1#4 G) 3"C (4-350 KCMIL & 1#4 G) 3"C 1#4 IG

380 (2-500 KCMIL & 1#3 G) 2 1/2"C (3-500 KCMIL & 1#3 G) 3"C (4-500 KCMIL & 1#3 G) 3 1/2"C 1#3 IG

400 2[(2#3/0 & 1#3 G) 1 1/2"C] 2[(3#3/0 & 1#3 G) 2"C] 2[(4#3/0 & 1#3 G) 2 1/2"C] 1#3 IG

450 2[(2#4/0 & 1#2 G) 2"C] 2[(3#4/0 & 1#2 G) 2"C] 2[(4#4/0 & 1#2 G) 2 1/2"C] 1#2 IG

500 2[(2-250 KCMIL & 1#2 G) 2"C] 2[(3-250 KCMIL & 1#2 G) 2 1/2"C] 2[(4-250 KCMIL & 1#2 G) 3"C] 1#2 IG

600 2[(2-350 KCMIL & 1#1 G) 2 1/2"C] 2[(3-350 KCMIL & 1#1 G) 3"C] 2[(4-350 KCMIL & 1#1 G) 3"C] 1#1 IG

700 2[(2-500 KCMIL & 1#1/0 G) 2 1/2"C] 2[(3-500 KCMIL & 1#1/0 G) 3"C] 2[(4-500 KCMIL & 1#1/0 G) 3 1/2"C] 1#1/0 IG

760 2[(2-500 KCMIL & 1#1/0 G) 2 1/2"C] 2[(3-500 KCMIL & 1#1/0 G) 3"C] 2[(4-500 KCMIL & 1#1/0 G) 3 1/2"C] 1#1/0 IG

800 3[(2-300 KCMIL & 1#1/0 G) 2"C] 3[(3-300 KCMIL & 1#1/0 G) 2 1/2"C] 3[(4-300 KCMIL & 1#1/0 G) 3"C] 1#1/0 IG

1000 3[(2-400 KCMIL & 1#2/0 G) 2 1/2"C] 3[(3-400 KCMIL & 1#2/0 G) 3"C] 3[(4-400 KCMIL & 1#2/0 G) 3"C] 1#2/0 IG

1200 4[(2-350 KCMIL & 1#3/0 G) 2 1/2"C] 4[(3-350 KCMIL & 1#3/0 G) 3"C] 4[(4-350 KCMIL & 1#3/0 G) 3"C] 1#3/0 IG

1600 5[(2-400 KCMIL & 1#4/0 G) 2 1/2"C] 5[(3-400 KCMIL & 1#4/0 G) 3"C] 5[(4-400 KCMIL & 1#4/0 G) 3 1/2"C] 1#4/0 IG

CONDUCTOR SIZES ARE BASED ON 60° TERMINATIONS LESS THAN 100A AND 75° TERMINATIONS GREATER THAN 100A

CONDUIT SIZES ARE BASED ON NEC TABLE 4 (RNC) AND TABLE 5 (THHN INSULATION).

SHORT CIRCUIT CALCULATIONS SUMMARY - MDP-G

PO
IN

T

EQUIP. LENGTH VOLT WIRE SIZE CONDUCTOR
MATERIAL CONDUIT VOLTAGE

CLASS (V)

# OF
CABLES
(S or T)

C VALUE *
# OF

PARALLEL
RUNS

Isc AVAILABLE
UPSTREAM f * M * Isc

(FAULT) *
LET THRU

(AIC) PO
IN

T

F1 MDP-G 65 480 500 C N 600 S 26,706 1 22,500 0 1 18,787 N/A F1
F2 PANEL H2 10 480 3X C S 600 S 12,843 1 18,787 0 1 17,845 N/A F2

* AUTOMATICALLY CALCULATED
UTILITY TRANSFORMER SIZE: 300 KVA
MAXIMUM AVAILABLE (SYMMETRICAL) FAULT AT THE SECONDARY: 22500 AMPS

PANEL: H2 VOLTAGE: 277/480V, 3PH, 4W
MINIMUM BUS: 400

LOCATION: GYM ELEC ROOM MAIN: MLO
MOUNTING: SURFACE MINIMUM AIC: 22,000

NO.
LOAD

TYPE LOAD DESCRIPTION
BREAKER BUS BREAKER

TYPE LOAD DESCRIPTION
LOAD

NO.
A B C POLE TRIP A B C TRIP POLE A B C

1 2110 M BC-1
3 20

+
20 3

M BC-1 2110 2
3 2110 M -- + M -- 2110 4
5 2110 M -- + M -- 2110 6
7 #### E DC-1

3 125
+

125 3
E DC-1 #### 8

9 #### E -- + E -- #### 10
11 #### E -- + E -- #### 12
13 9750 M CU-1

3 50
+

50 3
LM CU-1 9750 14

15 9750 M -- + LM -- 9750 16
17 9750 M -- + LM -- 9750 18
19 SPACE + SPACE 20
21 SPACE + SPACE 22
23 SPACE + SPACE 24
25 SPACE + SPACE 26
27 SPACE + SPACE 28
29 SPACE + SPACE 30

LOAD TYPE PANEL TOTAL FEED THRU
TOTAL

SUBFEED
TOTAL

FEEDER
SUBTOTAL DEMAND FEEDER TOTAL

GENERAL NOTES:
A.

(L) LIGHTING 0 0 125% 0 B.

(R) RECEPTACLES 0 0 NEC 220 0 C.

(LM) LARGEST MOTOR 29250 29250 25% 7313 D.

(M) MOTORS (ALL) 71160 71160 100% 71160 E.

(E) EQUIPMENT 139998 139998 100% 139998 SPECIFIC NOTES:
(A) APPLIANCES 0 0 0 0 (1)

PANEL TOTAL (KVA): 218.5 (2)

(3)

PANEL TOTAL (A): 263 (4)

(5)

LUMINAIRE SCHEDULE
TYPE DESCRIPTION MOUNTING RECESS

DEPTH
LAMPS

INPUT WATTS VOLT MANUFACTURER CATALOG NUMBER SPECIFIC
NOTESQTY TYPE

CF STEEL CEILING MOUNTED FAN WITH VARIABLE SPEED
CONTOL NOTE #1 N/A N/A 42 120 AIRDISTRIBUTIOR L-136 NOTE #1 & 3

F1 SURFACE MOUNTED FIXTURE WITH ACRYLIC LENS N/A 2 32 WATT T8 64 MVOLT LITHONIA SB232MVOLT

F1E SAME AS FIXTURE TYPE F1 EXCEPT WITH INTEGRAL
BATTERY PACK N/A 2 32 WATT T8 64 MVOLT LITHONIA SB232MVOLT-EL

F2 8'-0" LONG PENDANT MOUNTED INDIRECT FIXTURE WITH
DUAL LEVEL SWITCHING. UNISTRUT N/A 4 32 WATT T8 128 MVOLT CORELITE APWB2T82C120AC120"ST8'-0"ER NOTE #2

F3 16'-0" LONG PENDANT MOUNTED INDIRECT FIXTURE WITH
DUAL LEVEL SWITCHING. UNISTRUT N/A 4 32 WATT T8 128 MVOLT CORELITE APWB2T82C120AC120"ST16'-0"ER NOTE #2

F4 24'-0" LONG PENDANT MOUNTED INDIRECT FIXTURE WITH
DUAL LEVEL SWITCHING. UNISTRUT N/A 4 32 WATT T8 128 MVOLT CORELITE APWB2T82C120AC120"ST24'-0"ER NOTE #2

F5 2'x4' LAY-IN FLUORESCENT FIXTURE WITH ACRYLIC LENS RECESSED 3-7/8" 2 32 WATT T8 64 MVOLT LITHONIA GT8232-A12125-GEB10IS

F5E SAME AS FIXTURE TYPE F5 EXCEPT WITH INTEGRAL
BATTERY PACK RECESSED 3-7/8" 2 32 WATT T8 64 MVOLT LITHONIA GT8232-A12125-GEB10IS-EL

GENERAL NOTES:
A. THE LUMINAIRE SCHEDULE CAN NOT BE USED INDEPENDENTLY OF THE DRAWINGS AND SPECIFICATIONS TO OBTAIN LUMINAIRE COSTS.  THE INDIVIDUAL ESTABLISHING LUMINAIRE COSTS SHALL NOT QUOTE PRICING

WITHOUT FIRST SEEING APPLICABLE ELECTRICAL DRAWINGS AND DIVISION 16 SPECIFICATIONS.  THE CONTRACTOR IS REPONSIBLE FOR PROVIDING NECESSARY DRAWINGS AND SPECIFICATIONS TO THE INDIVIDUAL
QUOTING LUMINAIRE PRICING.

B. REFER TO DRAWINGS FOR ALL FIXTURES REQUIRING EMERGENCY BATTERY BACKUP OPTION (SHOWN BY HATCH IN/OVER SYMBOL). MINIMUM LIGHT OUTPUT FOR EMERGENCY BALLAST SHALL BE 600 LUMENS.
C. ALL FLUORESCENT LAMPS ARE TO BE 3500° KELVIN COLOR TEMPERATURE

SPECIFIC NOTES:
(1) SUPPORT NEW FAN FROM EXISITNG BACKBOX.  PROVIDE SAFETY CABLE AND ASSOCAITED SUPPORT.
(2) SUSPEND FIXTURE FROM UNISTRUT 18" BELOW CEILING.
(3) PROVIDE WITH CUSTOM 0'-8" LONG STEM.
(4)

PANEL: BDB VOLTAGE: 120/208V, 1PH, 3W
MINIMUM BUS: 100

LOCATION: BOYS DORM BASEMENT MAIN: MLO
MOUNTING: SURFACE MINIMUM AIC: 10,000

NO.
LOAD

TYPE LOAD DESCRIPTION
BREAKER BUS BREAKER

TYPE LOAD DESCRIPTION
LOAD

NO.
A B POLE TRIP A B TRIP POLE A B

1 EXISTING LOAD 1 20 + 20 1 EXISTING LOAD 2
3 EXISTING LOAD 1 20 + 20 1 EXISTING LOAD 4
5 EXISTING LOAD 1 20 + 50 2 EXISTING LOAD 6
7 EXISTING LOAD 1 20 + -- 8
9 EXISTING LOAD 1 20 + 20 1 EXISTING LOAD 10
11 EXISTING LOAD 1 20 + 20 1 EXISTING LOAD 12
13 EXISTING LOAD 1 20 + SPACE 14
15 EXISTING LOAD 1 20 + SPACE 16
17 720 R NEW RECEPTACLES (1) 1 20 + SPACE 18
19 540 R NEW RECEPTACLES (1) 1 20 + SPACE 20
21 768 L NEW LIGHTING (1) 1 20 + SPACE 22
23 960 L NEW LIGHTING (1) 1 20 + SPACE 24

LOAD TYPE PANEL TOTAL FEED THRU
TOTAL

SUBFEED
TOTAL

FEEDER
SUBTOTAL DEMAND FEEDER TOTAL

GENERAL NOTES:
A. EXISITNG SQUARE D LOAD CENTER

(L) LIGHTING 1728 1728 125% 2160 B.

(R) RECEPTACLES 1260 1260 NEC 220 1260 C.

(LM) LRG. MOTOR 0 0 25% 0 D.

(M) MOTORS (ALL) 0 0 100% 0 E.

(E) EQUIPMENT 0 0 100% 0 SPECIFIC NOTES:
(A) APPLIANCES 0 0 0 0 (1) PROVIDE 20A1P CIRCUIT BREAKER TO MATCH

PANEL TOTAL (KVA): 3.4 EXISTING PANEL MANUFATURER.

(2)

PANEL TOTAL (A): 16
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